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City of Clearwater CNG Station Canopy Design Specifications

Furnish and install the canopy as the following with labor and materials (excluding concrete footer/rebar cage) :

1. Canopy  Footprint 68’ by 54’ (see attached conceptual plans);

2. 20 foot clearance from drive slab;

3. Six 12” x 12” (square column tube or equal) steel columns with full length PVC drains;

4. 20 Gauge by 16” wide embossed pre-finished white galvume decking;

5. Pre-finished smooth .040 white perimeter gutter;

6. 2-1/2” x 2-1/2” x 16 gauge galvanized brackets at 48” o.c.;

7. Standard 36” vertical white ACM fascia;

8. Prep for 16 light fixtures under the canopy (light fixtures furnished and by  others);

9. Prep in the steel columns for two ¾” conduits to electrical panel to provide complete canopy lighting;
